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METER BOX LOCATION
WITHIN PLANTING AREA

703C

4" PVC

SLEEVE

2'-0" MIN

COVER

PROPERTY LINE

6" MIN

(TYP)

METER (TYP)

METER BOX

PLANTING AREA

BACK

OF CURB

FACE

OF CURB

GUTTER

NTS

METER BOXES

5'-0"

MIN

SIDEWALK

1'-0" TO 1'-6"

NOTES:

1. SERVICE CONNECTION PIPE SIZE SHALL BE 2 INCH DIAMETER.

2. SEE STANDARD DETAILS 701A, 701C, 702, 703A AND 703B FOR ADDITIONAL DETAILS.

3. MINIMUM 8 FOOT CLEARANCE FROM EDGE OF METER BOX TO TREES.

 STANDARD  DETAILS

DETAIL NUMBER:FILE NAME:REVISION DATE:  MARCH  01, 2017

APPROVED BY: SCOTT THOMASSON

WATER/WASTEWATER ENGINEERING MANAGER

CURB STOP

CONNECTION

PIPING AND CONNECTION

BY PROPERTY OWNER


